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Finished Grade

LEGEND

6" Min. Clearance

Between Wall And
Operator Nut _\\\\\\\\\\

C

0

0

48" |.D. Manhole Shaft Per MAG Std.
Detail 420, Type "B"” Top

30" Manhole Frame & Cover Per MAG

C
4! Max.

C

C

Std. Detail 424

Grouted Adjusting Rings

Polypropylene Manhole Steps Per MAG
Std. Detail 428, 12" Spacing Typical

Operator Nut

Wall Bracket

7

7 Min.

Packing Gland
6" Extension

#4 Rebar 12” On Center Each Way
2" Clear Typical

4’ Min.

Butterfly Valve

3" Diameter Drain

Varies

8 Cu. Ft. Gravel Sump

Adjustable Pipe Saddle Support

Rectangular Cut—Out In Manhole Shaft,
3_3" Fill Space Between Shaft And Pipe With
1" Sheet Foam, Brick And Mortar
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BUTTERFLY VALVE OPERATOR MANHOLE 2305-1




